—Drainage zone, 50mm minimum

Install neoprene baffle strip before erection of next level of panels.
See lapping detail on right for treatment at horizontal joints

&nimum 20

Vertical air seal T

Fix flashing in place with
flexible seal under back
and sides

1 Air-seal may be a sealant with
backing rod, closed-cell sponge
or square neoprene strip

Horizontal air seal T

Minimum 20
Upstand -
50mm typical, 75mm
in exposed locations
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